Abstract: Offshore wind energy has attracted worldwide attention and investments in the last decade due to the stability and abundance of wind resources. As one of the main components of this, internal array cables have a great impact on the levelised cost of energy of offshore wind farms, and thus their connection layout is a matter of concern. In this paper, a classical mathematical problem-the traveling salesman problem, which belongs to the field of graph theory-is applied to solve the offshore wind farm cable connection layout optimization problem. Both the capital investment on cables, cable laying, and the cost of power losses associated with array cables are considered in the proposed model. A modified bat algorithm is presented to resolve the problem. Furthermore, a cable crossing detection method is also adopted to avoid obtaining crossed cable connection layouts. The effectiveness was verified through a case study.
Introduction
As one of the most environmentally friendly renewable energies, the wind is an ideal resource for meeting the greatly increasing electricity demand while reducing the impacts on the environment [1] . According to the statistics of the European Wind Energy Association, 15.6% of total power capacity was from wind energy in 2015, which has a 13.2% increased share of the market compared to the data in 2000 [2] . Offshore wind energy has unique advantages [3] such as higher energy density, stable wind distribution as well as reduced impacts on residents. Consequently, the penetration of offshore wind energy is expected to continuously increase [4] . However, the huge investment an offshore wind farm represents makes the economic operation infeasible without subsidies at an earlier time. Therefore technological innovation and development to lower the levelised cost of energy (LCoE) of the wind farm are attracting attention globally.
As introduced in [5] , up to 30% of the capital expenditure (CAPEX) of the offshore wind farm is related to its electrical system, of which the internal array cables and their associated costs make up a large proportion. As a result, a good deal of research has been conducted on the optimization of the cable connection layout to make a cost-effective wind farm. When bigger cables are applied to transmit the energy, the overall energy losses will be reduced, which contributes to a large amount of revenue increase within the wind farm's operating lifetime. However, more CAPEX is paid out. Hence, in the offshore wind farm cable connection layout problem (OWFCCLP), the cable connection layout, as well as the sectional area of each cable, should be optimized simultaneously considering the cable's current carrying capacity [6] . As mentioned in [7] , the OWFCCLP is a highly non-convex combinatory optimization problem where the combination of the electrical equipment is required to be optimized under the power system constraints. Deterministic algorithms may fail to resolve this kind of problem [8] . In comparison, the heuristic algorithm can find a sub-optimal solution in an acceptable time. Hence, this has been widely used in solving OWFCCLP [8] [9] [10] [11] [12] [13] [14] [15] . Different sea cable connection layouts-the string structure, ring structure, and multiloop structure-on a three-dimensional seabed were analyzed in [8] , wherein a multiple loop cable connection structure was proposed and the overall length of cables was minimized by the particle swarm optimization algorithm (PSO). In [9] , the common electrical system schemes of the offshore wind farm and electrical component costs are analyzed. Based on that, the optimization model for OWFCCLP was proposed and solved by a genetic algorithm (GA). The above works only considered one type of cable and thus could only minimize the length of cables in each branch instead of minimizing the overall cost. To further reduce the cost, a mixed integer linear programming method was proposed in [10] which considered the cable section area's impact on the cable connection scheme. The authors in [11] proposed an adaptive particle swarm optimization minimum spanning tree method to solve the OWFCCLP using cables with different sectional areas. In [12] , in addition to different sectional areas, the collection system and transmission system were both considered in the OWFCCLP. It encoded the topology to a binary string and solved the problem via standard GA. However, the power losses are not taken into account in [10] [11] [12] . In [13] , the power losses were considered in the optimization model, and the proposed model was solved by a hybrid immune GA algorithm. Similarly, a dynamic minimum spanning tree algorithm was proposed in [14] to solve the OWFCCLP, which considered the power loss. Besides this, considering both the power losses and cable sectional area selection, the open multiple travelling salesman problem (OMTSP) was compared with OWFCCLP in [15] ; based on their common properties, a new optimization model was established and solved by GA. However, the thinnest cable which satisfies the cable's current carrying capacity was selected as the optimized cable, and thus the impact of the power losses on the layout formulation was actually not taken into account.
In the OWFCCLP, a crossed cable connection layout is not desired. Firstly, it will increase the installation cost [16] ; secondly, it incurs thermal perturbation, which decreases the cable's current carrying capacity. In addition, crossed cables are easily damaged which, endangers the safe operation of the entire offshore wind farm. Considering the huge costs maintenance [17] , a method was proposed in [17] to solve the OWFCCLP while ensuring an uncrossed cable connection layout using mathematical programming. However, the impact of power loss on the layout formulation is taken into account. Despite the power loss cost (PLC) being considered in the objective function in [13] [14] [15] , its impact on the cable sectional area was not modeled in [13, 14] , while reference [15] neglects the influence of PLC on the cable selection by using cables with the same sectional area. In addition, the uncrossed cable connection layout was studied in [17] , whereas the PLC's influence was neglected. Through the literature study, it can be seen that the power loss impacts on the cable sectional area selection and cable connection layout formulation were not well studied. It would be beneficial if the impact of the power losses and the cable crossing to the cable connection layout formulation are considered at the same time, thus delivering a better offshore wind farm electrical system design. Thus, an OWFCCLP model was proposed in this paper. Compared to the above works, the PLC's impact on the cable connection layout formulation as well as the cable sectional area selection were both considered in the optimization model, and an uncrossed cable connection layout was ensured during the layout formulation process. The internal array cable and its laying costs are considered as the CAPEX while the revenue losses due to power losses are regarded as the operational cost (OPEX). To solve the problem, an updated bat algorithm (BA) is adopted, and the proposed model is validated via a case study.
The paper is organized as follows: Section 2 describes the OWFCCLP which is derived based on the open multiple traveling salesman problem. Section 3 provides the modified bat algorithm to solve the problem. An irregularly shaped wind farm is chosen as the study case to demonstrate the proposed method in Section 4. Section 5 draws conclusions and proposes further work.
Mathematical Models
The mathematical model of the total cost is expressed for OWFCCLP at first. Then, the open multiple travelling salesman problem (OMTSP) for OWFCCLP is introduced. Finally, the OMTSP model-based OWFCCLP is specified.
OWFCCLP
The wind turbines (WTs) are widely spread in the open sea area. In order to collect the power generated from each WT economically, the cable connection layout should be optimized to make the electrical system cost effective. Since the power losses along the cables reduce the energy reached at the point of common coupling and thus influence the revenue for the wind farm owner, this part of revenue loss should be counted in the cable connection layout and cable type selection optimization process which formulates the OWFCCLP.
In this paper, the objective function is set up by considering both the CAPEX and OPEX. The CAPEX of the offshore wind farm includes the cable cost and the cable trenching cost, while the costs of the energy losses in the internal network are considered as the OPEX. The overall target is to minimize the total cost to ensure the best return on investment for investors during the entire operational lifetime of the wind farm. The mathematical model of the total cost can be expressed as
where Z Trench means the total trenching cost of the internal array cables, Z Cable is the investment on cables and Z EnergyLoss represents the cost of energy losses associated with the array cables in the internal network during the entire lifetime of the wind farm. The detailed expressions of each cost variable can be seen in the following:
It can be seen in Equation (2) that Z Trench is related to the total length of cables. Similarly, it can be calculated according to the cable connection layout and the cable size for each path, which can be written as follows:
The power losses of the cables are related to the resistance and are proportional to the square of the passed current. The expression of power losses is expressed as (4) where I reated is the rated current of the WT:
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Furthermore, considering the duration time of the peak energy loss and interest rate of each year, Z Energyloss can be written as
It should be noticed that, for the protection of the electrical equipment, the maximum current flowing in each cable is capped by an upper limit, which means the number of WTs carried by a specified cable is limited. A feasible cable connection layout must strictly meet the maximum load flow constraint; in other words, the actual current going through each cable should be no more than I max,p , which formulates a new constraint as follows:
where I max,p is determined according to the size of the cable which corresponds to its ability to prevent overload. Cables with various sectional areas have different current carrying capacities; the specifications of the cables used in this paper are included in Table A1 [18].
OMTSP Model for OWFCCLP
OMTSP can be defined as follows: K traveling salesmen must visit M cities from a predetermined departure city, and a suitable travel path should be defined to meet the scheduled goal (such as the shortest path or minimum cost) under certain constraints. The constraints of OMTSP include the following: Constraint 1: Each traveling salesman must start from the same departure city before visiting other cities, whereas each one does not have to return to the departure city; Constraint 2: Each city (except the departure city) can be visited only once by one traveling salesman; Constraint 3: Each traveling salesman should maintain continuity during the visits; that is, the traveling salesman cannot visit two cities at the same time after visiting one city (except the departure city).
Comparing the definition of OMTSP with OWFCCLP, it can be seen that the departure city, visited cities, and access path of a traveling salesman in the OMTSP can be analogized as the offshore substation (OS), WTs and the cable connection scheme of feeder lines in the OWFCCLP. The OMTSP is completely consistent with the definition of OWFCCLP. However, OWFCCLP only meets constraint 1 and constraint 2 of the OMTSP while constraint 3 is violated. Hence, a further constraint is added into the OWFCCLP to meet constraint 3 of the OMTSP; that is, only two cables are allowed to be connected to one WT (one entering and one leaving cable) in each feeder line. The constraint can be expressed as:
Assumptions
In this simulation, some assumptions are made as follows.
(1) The number and positions of the OS and WTs are given; (2) All cables are assumed to be 3-core cross-linked polyethylene (XLPE) AC cables; Appl. Sci. 2019, 9, 265 5 of 20 ( 3) The cable length is selected according to the geometrical distance without considering detailed practical situations, such as the barriers, restriction in the sea, and the length from the WT foundation to the sea bottom; (4) The cost of cable laying and purchasing is linearly proportional to the cable length; (5) The power factor is assumed to be 0.75; (6) All WTs are assumed to be operated at 1 p. u. voltage.
Combining with the assumptions above, the OMTSP model is modified and thus well suitable for solving the OWFCCLP. To help get an optimized solution, a BA algorithm is adopted in this paper, which is introduced in the next section.
Optimization Method
The principle of BA is introduced at first; then, the encoding and decoding process which are the two critical steps of solving the optimization problem by BA are specified. Furthermore, the cable crossing detection algorithm is proposed to determine if there are cable crossings in the final solution. The fitness function used to evaluate the results after each iteration is presented at last.
Bat Algorithm
BA is a heuristic algorithm proposed by Yang in 2010 and is inspired by the echolocation behavior of micro-bats [19] . BA simulates bats' preying process via echolocation in the natural world. According to the distance between the prey and bats, they adjust the ultrasonic wavelength and the frequency of the firing pulse, capturing their prey eventually. The earlier studies have shown that BA can solve constrained and unconstrained optimization problems with superior efficiency and robustness [20, 21] . Although BA was proposed recently, there are many variants of BA that have been successfully applied to different fields and problems, such as the traveling salesman problem [22, 23] , vehicle routing problem [24, 25] , 0-1 knapsack problem [26, 27] , and unmanned aerial vehicle path planning problem [28] . Hence, the BA is applied in this work. The iterative update of BA consists of the position of bats, velocity, frequency update operation, mutation update operation, the bat loudness and emission frequency update. In one of our previous works [29] , a modified BA was proposed which can be expressed as
Assuming
]. x i,t,j and v i,t,j are both positive integers and (11) , it can be seen that the bat's position is updated by the velocity and frequency so that a better position can be found iteratively. In order to improve the searching capacity of bats, a variation operation is introduced which can be expressed mathematically as follows:
The specified procedure of (12) is that of inserting one position, x i,t , into another position. Then, other positions will make the corresponding movement. By doing so, the diversity of bats is increased, which is helpful for increasing the possibility of finding a global optimal solution. To trigger the variation operation and facilitate the position updating process, the pulse loudness, A i,t+1 , and emission frequency, R i,t+1 , are designed in BA, which work as two pointers. The mathematical expressions are expressed in the following:
where R i,0 is the initial emission frequency of bat i. The main responsibilities of A i,t+1 and R i,t+1 are to balance the global searching ability and the local searching ability of BA. The flow chart of BA is shown in Figure 1 . As can be seen in Figure 1 , there are mainly 8 steps in the BA, which are specified in the following:
Step 1: Initialization of the first population of bats (the population size is Q), including the position, velocity, frequency, loudness, and pulse emission rate of bat i;
Step 2: Calculate the fitness of each bat and obtain the global optimal bat position;
Step 3: Update the velocity, frequency, and position of each bat;
Step 4: If rand() > Ri, the variation operation will be adopted to update bat i;
Step 5: If the new position of bat i is better than the old one and rand() > Ri, then the new position becomes the new current position of bat i, and the loudness and pulse emission rate of bat i are updated by updated operations of loudness and pulse emission rate;
Step 6: Update the global optimal position of bats;
Step 7: If the termination criterion is not reached, then go to Step 3;
Step 8: Output the best solution of the OWFCCLP.
Encoding and Decoding
The encoding and decoding scheme is the first and most important step to solving the optimization problem [30] . In this paper, the bat position, To illustrate the encoding process, an example is shown below. In this example, it is assumed that there are 6 WTs in total which can be connected by a maximum of 4 feeder lines. There are 5 different types of cables in store and W = 9, H = 10. Assuming the first generation of bat positions,
then, the encoding of bats could be As can be seen in Figure 1 , there are mainly 8 steps in the BA, which are specified in the following:
Step 4: If rand() > R i , the variation operation will be adopted to update bat i;
Step 5: If the new position of bat i is better than the old one and rand() > R i , then the new position becomes the new current position of bat i, and the loudness and pulse emission rate of bat i are updated by updated operations of loudness and pulse emission rate;
The encoding and decoding scheme is the first and most important step to solving the optimization problem [30] . In this paper, the bat position, x i,t = [x LevelOne,i,t , x LevelTwo,i,t ], contains both the information of the cable connection layout of the wind farm (x LevelOne,i,t ∈ [1,2, . . . ,W]) and the available cable sectional areas (x LevelTwo,i,t [1, 2, . . . , H]), where W is equal to M + K-1 and H equal to M + N-2 respectively.
To illustrate the encoding process, an example is shown below. In this example, it is assumed that there are 6 WTs in total which can be connected by a maximum of 4 In Figure 2 , x LevelOne,1,1 is divided into 4 sections by the separators, which shows that 6 WTs are unevenly arranged into each feeder line. WT 2,5,3,1 belong to feeder line one while WT 6,4 , ϕ, and ϕ belong to feeder line 2 to 4, respectively. ϕ means the null set: in other words, we do not need feeder line 3 and 4 in this design.
In this work, zero indicates the OS. One possible cable connection layout-(0,2), (2,5), (5,3), (3,1), (0,6), and (6,4)-is shown in Figure 3 . According to the cable's current carrying limitation, the thinnest cable sectional area (type) will be selected in the first layer. As shown in Figure 3 , the selected cable types are 3, 2, 2, 1, 2, and 1, respectively, in this example. Therefore, the cable connection layout based on the minimum cable type selection criterion is decided. As can be seen in Figure 4 , x LevelTwo,1,1 was divided into 5 sections by the separators. The number of the separator is decided according to the available number of cable types. By doing so, the 6 WTs were divided into 5 groups: that is, {(3,1)}, {(0,6), (0,2), (2,5)}, {(6,4)}, {(5,3)}, and ϕ. The cables in the same group will be updated by the randomly generated number in this layer, which is called the cable type incremental number (CTIN) in this work. In order to update the cable type for each branch, the numbers in this layer represent the increased value compared to the cable type selected in the first layer. For instance, if the previous cable type is 1 and the number in this layer is 4, then the final selected cable type is 5. In Figure 2 , x LevelOne,1,1 is divided into 4 sections by the separators, which shows that 6 WTs are unevenly arranged into each feeder line. WT [2, 5, 3, 1] belong to feeder line one while WT [6, 4] , φ, and φ belong to feeder line 2 to 4, respectively. φ means the null set: in other words, we do not need feeder line 3 and 4 in this design.
In this work, zero indicates the OS. One possible cable connection layout-(0,2), (2,5), (5,3), (3,1), (0,6), and (6,4)-is shown in Figure 3 . In Figure 2 , x LevelOne,1,1 is divided into 4 sections by the separators, which shows that 6 WTs are unevenly arranged into each feeder line. WT 2,5,3,1 belong to feeder line one while WT 6,4 , ϕ, and ϕ belong to feeder line 2 to 4, respectively. ϕ means the null set: in other words, we do not need feeder line 3 and 4 in this design.
In this work, zero indicates the OS. One possible cable connection layout-(0,2), (2,5), (5,3), (3,1), (0,6), and (6,4)-is shown in Figure 3 . According to the cable's current carrying limitation, the thinnest cable sectional area (type) will be selected in the first layer. As shown in Figure 3 , the selected cable types are 3, 2, 2, 1, 2, and 1, respectively, in this example. Therefore, the cable connection layout based on the minimum cable type selection criterion is decided. As can be seen in Figure 4 , x LevelTwo,1,1 was divided into 5 sections by the separators. The number of the separator is decided according to the available number of cable types. By doing so, the 6 WTs were divided into 5 groups: that is, {(3,1)}, {(0,6), (0,2), (2,5)}, {(6,4)}, {(5,3)}, and ϕ. The cables in the same group will be updated by the randomly generated number in this layer, which is called the cable type incremental number (CTIN) in this work. In order to update the cable type for each branch, the numbers in this layer represent the increased value compared to the cable type selected in the first layer. For instance, if the previous cable type is 1 and the number in this layer is 4, then the final selected cable type is 5. According to the cable's current carrying limitation, the thinnest cable sectional area (type) will be selected in the first layer. As shown in Figure 3 , the selected cable types are 3, 2, 2, 1, 2, and 1, respectively, in this example. Therefore, the cable connection layout based on the minimum cable type selection criterion is decided.
b.
Decoding x LevelTwo,1,1 based on the x LevelOne,1,1 . In x LevelTwo,1,1 , 1 to 6 represent the output cables connected to WT 1 to 6 while 7 to 10 represent the separators, as shown in Figure 4 . In Figure 2 , x LevelOne,1,1 is divided into 4 sections by the separators, which shows that 6 WTs are unevenly arranged into each feeder line. WT 2,5,3,1 belong to feeder line one while WT 6,4 , ϕ, and ϕ belong to feeder line 2 to 4, respectively. ϕ means the null set: in other words, we do not need feeder line 3 and 4 in this design.
In this work, zero indicates the OS. One possible cable connection layout-(0,2), (2,5), (5,3), (3,1), (0,6), and (6,4)-is shown in Figure 3 . According to the cable's current carrying limitation, the thinnest cable sectional area (type) will be selected in the first layer. As shown in Figure 3 , the selected cable types are 3, 2, 2, 1, 2, and 1, respectively, in this example. Therefore, the cable connection layout based on the minimum cable type selection criterion is decided. As can be seen in Figure 4 , x LevelTwo,1,1 was divided into 5 sections by the separators. The number of the separator is decided according to the available number of cable types. By doing so, the 6 WTs were divided into 5 groups: that is, {(3,1)}, {(0,6), (0,2), (2,5)}, {(6,4)}, {(5,3)}, and ϕ. The cables in the same group will be updated by the randomly generated number in this layer, which is called the cable type incremental number (CTIN) in this work. In order to update the cable type for each branch, the numbers in this layer represent the increased value compared to the cable type selected in the first layer. For instance, if the previous cable type is 1 and the number in this layer is 4, then the final As can be seen in Figure 4 , x LevelTwo,1,1 was divided into 5 sections by the separators. The number of the separator is decided according to the available number of cable types. By doing so, the 6 WTs were divided into 5 groups: that is, {(3, 1)}, {(0, 6), (0, 2), (2, 5)}, {(6, 4)}, {(5, 3)}, and φ. The cables in the same group will be updated by the randomly generated number in this layer, which is called the cable type incremental number (CTIN) in this work. In order to update the cable type for each branch, the numbers in this layer represent the increased value compared to the cable type selected in the first layer. For instance, if the previous cable type is 1 and the number in this layer is 4, then the final selected cable type is 5.
In Figure 5 , it can be seen that the cable connection layout is the same as in Figure 3 . However, the cable type of branch (3,1), (0,2), (5,3), (6, 4) 
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In Figure 5 , it can be seen that the cable connection layout is the same as in Figure 3 . However, the cable type of branch (3,1), (0,2), (5,3), (6, 4) , (2, 5) , and (0,6) has been changed from 1, 3, 2, 1, 2, 2 into 1, 4, 5, 3, 3, 3.
Besides this, the practical feeder line used in the cable connection layout is usually limited by the substation transformer. It is assumed that the maximum number of feeder lines is no more than K. In this case, as long as K is big enough, there is no need to specify the number of feeder lines, and BA can converge and obtain a better cable connection layout. This is more beneficial for the free convergence of the algorithm and in getting a more reasonable cable connection layout. 
Cable Crossing Detection
To reduce the OPEX and failure rate, the crossed cable connection layout is not desirable in the OWFCCLP. Hence, a specific algorithm [16] is introduced in this work to prevent the emergence of crossed cables.
It is assumed that there are crossed cables in a certain cable connection layout which is shown in Figure 6 . In Figure 6 , the coordinates of 4 WTs are shown as E 1 = (ex 1 , ey 1 ) , E 2 = (ex 2 , ey 2 ) , E 3 = (ex 3 , ey 3 ) , and E 4 = (ex 4 , ey 4 ) . If segment E1E2 crosses E3E4, then there ∈ 0,1 and ∈ 0,1 should exist, which satisfy Equation (15) as follows: 
Furthermore, the matrix reformulation of Equation (15) 
By substituting the following equations into Equation (16), Besides this, the practical feeder line used in the cable connection layout is usually limited by the substation transformer. It is assumed that the maximum number of feeder lines is no more than K. In this case, as long as K is big enough, there is no need to specify the number of feeder lines, and BA can converge and obtain a better cable connection layout. This is more beneficial for the free convergence of the algorithm and in getting a more reasonable cable connection layout.
It is assumed that there are crossed cables in a certain cable connection layout which is shown in Figure 6 . In Figure 5 , it can be seen that the cable connection layout is the same as in Figure 3 . However, the cable type of branch (3,1), (0,2), (5,3), (6, 4) 
It is assumed that there are crossed cables in a certain cable connection layout which is shown in Figure 6 . In Figure 6 , the coordinates of 4 WTs are shown as E 1 = (ex 1 , ey 1 ) , E 2 = (ex 2 , ey 2 ) , E 3 = (ex 3 , ey 3 ) , and E 4 = (ex 4 , ey 4 ) . If segment E1E2 crosses E3E4, then there ∈ 0,1 and ∈ 0,1 should exist, which satisfy Equation (15) as follows: (1 -) (1 -) 
By substituting the following equations into Equation (16), In Figure 6 , the coordinates of 4 WTs are shown as E 1 = (ex 1 , ey 1 ), E 2 = (ex 2 , ey 2 ), E 3 = (ex 3 , ey 3 ), and E 4 = (ex 4 , ey 4 ). If segment E 1 E 2 crosses E 3 E 4 , then there a ∈ [0, 1] and b ∈ [0, 1] should exist, which satisfy Equation (15) as follows:
From (17), the values of both a and b can be easily calculated; then, the judgment of crossed cables can be fulfilled by detecting the value of a and b. By searching all the connection layouts ergodically, the total number of crossed cables, CI, can then be obtained.
Fitness
In order to cultivate a better generation during the evolutionary process of BA, the population must be evaluated by the fitness function. In order to prevent the crossed cable connection layout, the fitness function is revised to consider the impact of the crossed cables on the objective function using the penalty factor. Then, the fitness function can be expressed as follows:
where PN is the penalty factor, which is set as 1e6 in this work. The smaller the Fit is, the better the cable connection layout will be. It can also be noticed that the crossed cables will increase the fitness function significantly, and they will, therefore, be eliminated in the bat position updating process.
Case Study
In this paper, an offshore wind farm with an irregular layout is selected as the study case. The reference wind farm layout is introduced at first. Then, the results obtained by the proposed method are presented and analyzed. The experimental simulation environment is Windows 10 OS, Intel Corei7-6800K CPU@3.40GHz, 16 GB RAM. The program is compiled using the C++ language, and the simulation software is Visual Studio 2010.
Reference Wind Farm
In this work, an offshore wind farm, which is composed of 50 Enercon E82-2.0 MW WTs is selected as the studied case. The WT coordinates are listed in Table A2 [31] while the technical and economic information of the wind farm is shown in Table A3 [18] . It is worthy of note that there are usually limited types of cables that are available in the actual wind farm construction process. Hence, two scenarios are presented in this work to show the effectiveness of the proposed method in both an ideal situation and relatively realistic case.
Simulation Results and Discussion
In each scenario, three models are compared. The first model (BA_MIN) forms the cable connection layout scheme according to the minimum cross-sectional cable selection rule, which means the thinnest cable that satisfies the cable current constraint will be selected. The second model (BA_FREE) considers the impact of the cable sectional area selection on the objective function. The last model (MBA) is designed based on the BA_FREE while taking the impacts of crossed cables on the final layout into account. To compare their performances, all the algorithms are run with the same termination criterion: that is, terminated at 800 s. The input parameters of BA are identical for each model: that is Q = 400, θ = 150, α = 0.999, γ = 0.001. Each algorithm is run 10 times independently, and the best results are selected as the global optimal solution. In order to illustrate the selected cable sectional area, different colors are adopted in the following figures. The simulation results of each scenario are included in Table 1 . In this scenario, it is assumed that 12 sorts of cables in total can be used. The optimized layouts are shown in Figure 7 . In Figure 7 , the red stars indicate the positions of WTs while the green square shows the OS. It can be seen that thicker cables are adopted if the MBA and BA_FREE methods are used, which agrees with the fact that MBA_MIN merely used the thinnest cables that satisfy the current constraint. It can also be seen that the cable connection layouts found by BA_FREE and BA_MIN are with crossed cables, while no crossed cables exist in the layout found by MBA, as illustrated in Figure 7a . The statistic results for running each model using BA are shown in Figure 8 . In Figure 8 , the pink diamond, blue cross, and red star represent the results obtained by BA_MIN, BA_FREE, and MBA, respectively. It can be seen that the layouts found by MBA and BA_FREE are always better than the layouts found by BA_MIN in 10 trails. The fitness value corresponds to the CPU time of the best trial for each method, as shown in Figure 9 . In Figure 7 , the red stars indicate the positions of WTs while the green square shows the OS. It can be seen that thicker cables are adopted if the MBA and BA_FREE methods are used, which agrees with the fact that MBA_MIN merely used the thinnest cables that satisfy the current constraint. It can also be seen that the cable connection layouts found by BA_FREE and BA_MIN are with crossed cables, while no crossed cables exist in the layout found by MBA, as illustrated in Figure 7a . The statistic results for running each model using BA are shown in Figure 8 . In Figure 7 , the red stars indicate the positions of WTs while the green square shows the OS. It can be seen that thicker cables are adopted if the MBA and BA_FREE methods are used, which agrees with the fact that MBA_MIN merely used the thinnest cables that satisfy the current constraint. It can also be seen that the cable connection layouts found by BA_FREE and BA_MIN are with crossed cables, while no crossed cables exist in the layout found by MBA, as illustrated in Figure 7a . The statistic results for running each model using BA are shown in Figure 8 . In Figure 8 , the pink diamond, blue cross, and red star represent the results obtained by BA_MIN, BA_FREE, and MBA, respectively. It can be seen that the layouts found by MBA and BA_FREE are always better than the layouts found by BA_MIN in 10 trails. The fitness value corresponds to the CPU time of the best trial for each method, as shown in Figure 9 . In Figure 8 , the pink diamond, blue cross, and red star represent the results obtained by BA_MIN, BA_FREE, and MBA, respectively. It can be seen that the layouts found by MBA and BA_FREE are always better than the layouts found by BA_MIN in 10 trails. The fitness value corresponds to the CPU time of the best trial for each method, as shown in Figure 9 .
It can be seen in Figure 9 that BA_MIN converged earliest among the three models, which stabilized after 150 s, while MBA and BA_FREE stabilized at 300 s and 680 s, respectively. Though this situation varies in each trail, the algorithm can stabilize after 750 s even in the worst case. In the following scenario, the available cable types are reduced to approximate the real case. It can be seen in Figure 9 that BA_MIN converged earliest among the three models, which stabilized after 150 s, while MBA and BA_FREE stabilized at 300 s and 680 s, respectively. Though this situation varies in each trail, the algorithm can stabilize after 750 s even in the worst case. In the following scenario, the available cable types are reduced to approximate the real case.
Scenario II: 5 Sorts of Cables
In reality, due to the reducing cost of volume production, the commonly used cables may have a lower single price. Hence, even a cable with a thicker sectional area, if commonly used, may be cheaper than one with a thinner sectional area. That is why the cable connection layout optimization work is usually done based on limited types of cables. In this section, it is assumed that 5 sorts of cables with different sectional areas are at hand. The optimized layouts with such a cable database are shown in Figure 10 . Figure 9 . Total cost corresponding to each second of Scenario I.
In reality, due to the reducing cost of volume production, the commonly used cables may have a lower single price. Hence, even a cable with a thicker sectional area, if commonly used, may be cheaper than one with a thinner sectional area. That is why the cable connection layout optimization work is usually done based on limited types of cables. In this section, it is assumed that 5 sorts of cables with different sectional areas are at hand. The optimized layouts with such a cable database are shown in Figure 10 .
Similar to Scenario I, the layouts obtained by MBA and BA_FREE adopted the thickest cables (T11 cable) as can be seen in Figure 10a ,b, while thinner cables illustrated with yellow lines can be found in (c). Similarly, the layout found by the MBA has no crossed cables while the BA_FREE and BA_MIN are opposite. The 10 trials are shown in Figure 11 . It can be seen in Figure 9 that BA_MIN converged earliest among the three models, which stabilized after 150 s, while MBA and BA_FREE stabilized at 300 s and 680 s, respectively. Though this situation varies in each trail, the algorithm can stabilize after 750 s even in the worst case. In the following scenario, the available cable types are reduced to approximate the real case.
In reality, due to the reducing cost of volume production, the commonly used cables may have a lower single price. Hence, even a cable with a thicker sectional area, if commonly used, may be cheaper than one with a thinner sectional area. That is why the cable connection layout optimization work is usually done based on limited types of cables. In this section, it is assumed that 5 sorts of cables with different sectional areas are at hand. The optimized layouts with such a cable database are shown in Figure 10 . Similar to Scenario I, the layouts obtained by MBA and BA_FREE adopted the thickest cables (T11 cable) as can be seen in Figure 10a ,b, while thinner cables illustrated with yellow lines can be found in (c). Similarly, the layout found by the MBA has no crossed cables while the BA_FREE and BA_MIN are opposite. The 10 trials are shown in Figure 11 . Similar to Scenario I, the layouts obtained by MBA and BA_FREE adopted the thickest cables (T11 cable) as can be seen in Figure 10a ,b, while thinner cables illustrated with yellow lines can be found in (c). Similarly, the layout found by the MBA has no crossed cables while the BA_FREE and BA_MIN are opposite. The 10 trials are shown in Figure 11 . In Figure 11 , it can be seen that the optimal solution found by the MBA, BA_FREE, and BA_MIN appeared in the fourth, eighth and second trial. Within the three models, the optimal solution is found by the BA_FREE. The fitness value corresponds to the CPU time of the best trail for each method is drawn in Figure 12 .
In Figure 11 , it can be seen that the optimal solution found by the MBA, BA_FREE, and BA_MIN appeared in the fourth, eighth and second trial. Within the three models, the optimal solution is found by the BA_FREE. The fitness value corresponds to the CPU time of the best trail for each method is drawn in Figure 12 . As can be seen in Figure 12 , the MBA converged earliest in this scenario, which stabilized at 250 s, while BA_FREE and BA_MIN stabilized at 440 s and 400 s, respectively. All the methods can stabilize after 500 s even in the worst case in this scenario.
Discussion
To compare the performance of the optimized layouts, the detailed information of each scenario using MBA, BA_FREE or BA_MIN is listed in Table 1 . The detailed information of the cable connection scheme of each scenario is given in Tables A4 and A5 .
It can be seen in Table 1 that the total cost of the cable connection layout found by BA_FREE is lower than the one found by the BA_MIN in each scenario. Although there is little difference between the trenching costs of cables of the solutions obtained by BA_FREE and BA_MIN, the difference of the cable purchasing cost and the power loss cost are obvious. In each scenario, it can be seen that the cable connection layouts have small differences, which means that the cable connection layouts found by BA_FREE and BA_MIN are similar in each scenario, and the cost difference is mainly determined by the cable type selection, which can be seen in Table 1 in that the cost of cables in BA_FREE are higher than BA_MIN in all scenarios. However, by using BA_FREE, more power loss-associated costs are saved compared with using BA_MIN, which saves 404.26 kEUR and 158.42 kEUR, respectively, in scenario I and II. This exactly explains why the total cost of cable the connection layout solved by BA_FREE is always lower than that obtained via BA_MIN even with a similar cable connection layout. Besides this, it can also be noticed that bigger cables with higher expenditures are adopted by the BA_FREE. Taking the 25 operational years into account, the power loss-related cost would exceed the cost of purchasing the cables. Hence, by selecting bigger cables, the BA_FREE method succeeds in lowering the total cost by 2.29% and 0.47%, respectively, compared with the layout obtained using BA_MIN through scenario I and II.
On the other hand, it can be noticed that the overall cost of the layout obtained by the BA_FREE is smaller than the layout obtained by the MBA, which saved 10.52 and 37.33 kEUR, respectively in scenario I and II. It can be seen that the higher cable purchasing cost, with a 13.17 kEUR increase, is required for the layout obtained by the MBA compared to the layout obtained by BA_FREE in scenario II. This is because the layout found by the BA_FREE has crossed cables. To ensure an uncrossed cable connection layout, as shown in Figure 10a , another layout is selected by the MBA, thus increasing the overall cable purchasing cost. As can be seen in Figure 12 , the MBA converged earliest in this scenario, which stabilized at 250 s, while BA_FREE and BA_MIN stabilized at 440 s and 400 s, respectively. All the methods can stabilize after 500 s even in the worst case in this scenario.
On the other hand, it can be noticed that the overall cost of the layout obtained by the BA_FREE is smaller than the layout obtained by the MBA, which saved 10.52 and 37.33 kEUR, respectively in scenario I and II. It can be seen that the higher cable purchasing cost, with a 13.17 kEUR increase, is required for the layout obtained by the MBA compared to the layout obtained by BA_FREE in scenario II. This is because the layout found by the BA_FREE has crossed cables. To ensure an uncrossed cable connection layout, as shown in Figure 10a , another layout is selected by the MBA, thus increasing the overall cable purchasing cost.
However, both the BA_FREE and BA_MIN method cannot guarantee an uncrossed cable connection layout, as shown in Figures 7 and 10 . In such a situation, savings of 10-40 kEUR do not make sense. For one thing, this will delay the cable installation time. It usually requires 3 to 4 days to place crossed cables, and the cost of a cable ship is about 100 kEUR/day. For another, it increaseds the cable failure rate, while the energy losses and maintenance cost due to a fault within the offshore wind farm can be up to several million EUR. Hence, the proposed MBA algorithm, which considers both the power loss impact and the strategy of an uncrossed cable connection layout, has profound significance and value in the real application.
Conclusions
By optimizing the offshore wind farm cable connection layout, the investment in cables can be reduced, which contributes to the realization of a lower LCoE. In this paper, the cable and its laying cost, as well as the value of power losses, were considered in the OWFCCLP. The OMTSP model was proposed and solved by the modified BA. In addition, a penalty function was added to the fitness function to help find an uncrossed cable connection layout, which was fulfilled using a proposed cable crossing detection method.
The simulation results show that the power loss and cable crossings have significant impacts on the cable connection layout formulation and thus influence the economic performance of the entire wind farm. The proposed algorithm can help find an optimized layout without cable crossings efficiently, which helps the designer to make quicker decisions. In addition, it can also be seen that the number of available cables in the store can also influence the final result. However, from an engineering point of view, the types of submarine cables that can be used are always limited, which is studied in scenario II. It is encouraged to consider launching multiple projects at the same time to increase the feasibility of the volume production of various types of cables so that the overall cost can be further reduced, as shown in scenario I.
Future Work
In future, the OWFCCLP is expected to be solved in a large-scale offshore wind farm so that the determination of the quantity and locations of the offshore substations will be taken into consideration to help make comprehensive decisions. To solve such large optimization problems, the performance of the metaheuristic algorithm is critical, and thus more algorithms will be compared and implemented to solve the OWFCCLP in our future work. 
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Population size x i,t , x i,t+1
The position of bat i at the tth and t + 1th generation respectively x * ,t
The optimal position of tth generation v i,t , v i, t+1 The velocity of bat i at the tth and t + 1th generation respectively f i,t
The pulse of bat i at the tth and t + 1th generation respectively f rand Randomly generated frequency A i,t , A i,t+1
The pulse loudness of bat i at the tth and t + 1th generation respectively R i,0 , R i,t+1
The initial and t + 1th generation's emission frequentness of bat i α, γ The impact factor of pulse loudness and emission x LevelOne,i,t , x LevelTwo,i,t
The position of tth generation's bat at first and second layer W, H
The dimension of bats at first and second layer a, b
The factor that used to judge the crossing cables 
